
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 94-143

WASTE DISCHARGE REQUIREMENTS FOR:

LAKE CANYON COMMUNITY SERVICES DISTRICT
LAKE CANYON
SANTA CLARA COUNTY

The California Regional Water Quality Control Board, San Francisco Bay Region
(hereinafter Board) finds that:

1. The Lake Canyon Community Services District (hereinafter LCCSD or discharger)
submitted a Report of Waste Discharge dated April 10, 1994 for the discharge of
domestic wastewater from residences of the unincorporated community of Lake
Canyon, located approximately three miles west of the Town of Los Gatos, within the
Lexington Basin Watershed (see Attachments AI, A2 and A3, Location Maps). The
community is situated in a steep, narrow canyon formed by Beardsley Creek, a
tributary of Lexington Reservoir and Los Gatos Creek, and consists of residences
adjacent to Beardsley Road, Laurel Drive, Oak Court, Manzanita Drive, and Madrone
Court. The high water elevation of Lexington Reservoir, a surface water supply
managed by the Santa Clara Valley Water District, is located approximately 325 feet
east of the nearest Lake Canyon residence.

2. The discharger proposes to operate a small diameter effluent sewer (SDES) collection
system and community leachfield to collect and dispose the domestic wastewater from
approximately 55 residences of unincorporated Lake Canyon. Wastewater volumes
range from an estimated average of 11,550 gallons per day (gpd) to a peak design
flow of 17,225 gpd. These flow estimates are based on design flows from a
maximum of 65 residences.

3. The SDES collection system is made up of collection facilities in public rights-of-way
as well as on-lot facility improvements. The backbone of the system is a 4-inch­
diameter PVC gravity collector main located in the rights-of-way of Beardsley Road,
Manzanita Drive, and Laurel Drive. Two-inch pressure lines that serve several
residences are located on Oak and Madrone Courts and the lower reach of Beardsley
Road. These 2-inch pressure lines discharge to the 4-inch gravity collector main.
Through this central main, filtered septic effluent from private residences flows by
gravity to a central lift station at the low point of the system, located adjacent to
Beardsley Road at the east entrance of the community. The lift station, equipped with
triplex, high-head turbine pumps, then pumps septic effluent through a 2,630-foot
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